SAFE USE OF COMPRESSED GAS CYLINDERS & CONTAINERS IN CANNABIS GROW & PROCESSING FACILITIES

USE EQUIPMENT DESIGNED FOR MOVING CYLINDERS AND CONTAINERS

- Do not drag, drop, or roll cylinders or containers nor lift containers by the valve protection. An improperly handled cylinder or container can roll or fall leading to injury, equipment damage, or uncontrolled product release.
- When moving cylinders or containers, make sure valves are closed, valve protection is in place, the cylinder or container is properly secured, and moved in the upright, valve-up position.

SECURE CYLINDERS AND CONTAINERS WHEN BEING USED OR STORED

- An unsecured cylinder or container can roll or fall leading to injury, equipment damage, or uncontrolled product release.
- Secure cylinders and containers with a chain, strap, rack, or other suitable device. Do not use extension cords, clothing belts, etc.
- Store and use with the valve up to ensure proper operation of valve and relief devices.
- Use nonabrasive strapping to secure composite cylinders.
- Use valve protection for cylinders not in use.

USE THE CORRECT VALVE OUTLET CONNECTION

- Use of adaptors or incorrect valve outlets can result in a dangerous connection leading to injury, equipment damage, or uncontrolled product release. Never force connections that do not fit.
- Contact your gas supplier for the correct valve outlet connection.

CONNECT ALL EQUIPMENT BEFORE OPENING VALVE

- The sudden release of product can cause serious injury or damage to equipment.
- Connect all equipment, point the valve outlet away from personnel, and open the valve slowly.
- Only tighten or repair connections when the system is not under pressure.
- Check for leaks.

NEVER RETURN GASES OR EXTRACTION PRODUCTS INTO A CYLINDER OR CONTAINER

- Backfilling (reusing/recovering/recycling) product can result in overpressurization, leading to a catastrophic failure in the system.
- Backfilling can also introduce contaminants into the cylinder or container, creating a potential safety hazard.
- Always use backflow preventive devices in piping to prevent gases and/or product from flowing back into a cylinder or container.

IMMEDIATELY NOTIFY YOUR GAS SUPPLIER OF ANY EQUIPMENT ISSUES, DAMAGE, OR LEAKS

- Damaged or leaking cylinders or containers are a safety hazard. Never attempt to repair a cylinder, container, or valve.
- Never transport or ship a damaged or leaking cylinder or container.

CONSULT YOUR GAS SUPPLIER FOR ADDITIONAL INFORMATION